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FIRE ALARM PLAN - LEVEL TWO......
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SCALE: 1/8" = 1'-0"
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SHEET NOTE:

(D) SEE SHEET FA-02 FOR MOUNTING
DETAILS.

THE DRAWING AND DESIGN HEREIN SHALL NOT BE DUPLICATED,
USED OR DISCLOSED TO OTHERS FOR PROCUREMENT OR OTHER
PURPOSE (EXCEPT AS OTHERWISE AUTHORIZED BY CONTRACT)
WITHOUT WRITTEN PERMISSION OF SIEMENS BUILDING TECHNO-
LOGIES, INC.. FIRE SAFETY DIVISION. ALL OTHER REPRODUCTIONS
SHALL BEAR THIS NOTICE.
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ENGINEERING CONSULTANTS:

CUSTOMER'S NAME & ADDRESS

PRODUCT MANUFACTURER:

25821 Industrial Boulevard, Suite 300
Hayward, California 94545-2991

Tel (510) 783-6000 Fax (510) 293-2100

California State C10 License No. 758796
U.L. Certificate ID No. 324787-001

JOB NAME & LOCATION (STREET ADDRESS)

LAWRENCE BERKELEY
NATIONAL LABORATORY

BERKELEY LAB
GUEST HOUSE

Berkeley, California
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